
(CENTER OF METER)

8' GROUND ROD

5.5' - 6'

NOTE: ALL WIRING MUST COMPLY WITH ALL LOCAL, STATE, AND NATIONAL ELECTRICAL CODES

APPROVED GROUNDING
CONDUCTOR PER NEC.

UNION CITY ENERGY AUTHORITY 
TYPICAL 200 AMP. OVERHEAD SERVICE SPECIFICATIONS

UCEA METERBASE REQUIRED
INSTALLED BY CUSTOMER

OR CONTRACTOR

CONDUIT STRAP

2" RIGID METAL CONDUIT (NO PVC CONDUIT ALLOWED
IF RISER IS SCOPED THRU ROOF) WITH 2-2/0
AWG (BLACK) AND 1-#1 AWG (WHITE OR TAPED WHITE

-PANEL INSIDE HOUSE SHALL BE WITHIN 2FT OF BACK OF METERBASE
-METER LOCATION MUST BE APPROVED BY AN EMPLOYEE OF UCEA

12
'

NO LESS THAN 12' TO THE
BOTTOM OF THE DRIP LOOP


