
UNION CITY ENERGY AUTHORITY

TYPICAL 200 AMP. UNDERGROUND
PRE-MANUFACTURED HOME SERVICE SPECIFICATIONS

CONDUIT MUST BE PLUMB
WITH HOUSE/WALL

1' BELOW GRADE LEVEL
CONDUIT MUST EXTEND

UCEA UNDERGROUND METERBASE REQUIRED

5.5' - 6'

INSTALLED BY CUSTOMER OR CONTRACTOR

8' GROUND ROD

(CENTER OF METER)

**DO NOT INSTALL ELBOWS**

PANEL AS SHOWN 
SERVICE-INTRANCE
WEATHERPROOF

200 AMP.

2.5" SCH.80

**BELLED END DOWN**

**NOTE** USE THIS SPEC ONLY IF THE PRE-MANUFACTURED HOME
IS MOUNTED ON PERMANENT CONCRETE BLOCK FOUNDATION.

CONCRETE BLOCK
FOUNDATION


