
UNDERGROUND
SECONDARY RISER DETAIL

AutoCAD SHX Text
DRAWN:

AutoCAD SHX Text
DATE:

AutoCAD SHX Text
Kevin Ferguson

AutoCAD SHX Text
02/09/2017

AutoCAD SHX Text
CONTRACTOR TO LEAVE 15' MIN OF  SECONDARY FOR UCES CONNECTION TO TRANSFORMER.

AutoCAD SHX Text
2' MIN.

AutoCAD SHX Text
CONDUIT TO CONFORM TO  LATEST NESC AND NEC REQUIREMENTS.

AutoCAD SHX Text
TELEPHONE OR CABLE TV.

AutoCAD SHX Text
DEPTH TO CONFORM TO 

AutoCAD SHX Text
LATEST NESC AND NEC

AutoCAD SHX Text
REQUIREMENTS

AutoCAD SHX Text
FINAL GRADE.

AutoCAD SHX Text
NOTE: UCEA REQUIRES ALL SECONDARY CONDUCTORS TO BE COPPER.

AutoCAD SHX Text
UNION CITY

AutoCAD SHX Text
ENERGY AUTHORITY


